RA-15-072 - 10 CFR 50.73

August 24, 2015

U.8. Nuclear Regulatory Commission
Attn: Document Control Desk :
Washington, DC 20555 - 0001

Oyster Creek Nuclear Generating Station
Renewed Facility Operating License "do DPH-16

NRC Dcckgt No. SQ 219 .

Subject; Licensee Event Report (LER) 2014- 006-01 Reactar SCRAM due to
Decreasing Reactor Water Level

Enclosed is Revision Q1 to LER 2014-006, Reactor Scram due to Decreasing Reactor -
Water Level, which occurred on October 12, 2014. This revision includss additional
information from the Floot Cause Report and subsequent Corrective Actions from the
event. This event did not affect the health and safety of the public or plant psrsonnel. This
event did not result in a safety system functional fanlure There-are no regu!atory
commltments made in this LER submittal. : ‘

Should you have any questions ccncemmg this letter, please contact Mschael McKenna,
Regulatory Assurance Manager, at (609) 971-4389. . :

Respectfully,

Ce?f:,ey é‘

Plant Manage
Oyster Creek Nuclear Generating Station

Enclosure: NRC Form 368, LER 2014-006-01
cc:  Administrator, NRC Region |

NRAC Senior Resident Inspector - Oyster Cresk Nuclear Generating Station
NRC Project Manager - Oyster Creek Nuclear Generating Station
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IABSTRACT (Limit to 1400 spacss, L.e., approximately 15 single-spaced lypawnitten linss)

On October 12, 2014, an automatic SCRAM occurred during the reactor startup evolution following the 1R25 refueling
outage. The SCRAM accurred when & station electrician, in conjunction with a General Electric technician and a site
enginear, securad power to the Main Generator Automatic Voltags. Regulator (AVR) controliers while the Main Turbine
warming evolution was in progress. The individuals were not authorized to parform this action nor did they have
procedures in'the field to operate the equipment, Their actions. resulted inan automatrc raactor SCRAM on low water -
lsvel,

N

ENS 50524 was submitted on October 12, 2014, and updated on October 17, 201 4, This Issue is reportable under 10
CFR 50.73(a)(2)(iv)(A), because it involved an event or condition that resulted in manual or. automatrc actuation of any
of the systems listed in paragraph. (a)(2)(lv)(8) , . .

The Root Cause Anatysis was eompleted on January 30, 2015. The cause of this event was determined to ba that
Station Leadership has inconsistently reinforced Human Performance Error Reduction Tool Use and Procedure Use
- and Adherence. This resulted in the breakdown of multiple fundamental practices and standards that led to the event.
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NARRATIVE

Descrtptlon of Event -

On Octcber 12, 2014, during a planned reactor power ascension with reactor power at approximately 1% of rated
thermal power, reactor water level began lowering. An automatic SCRAM occurred at 0261 EDT, moments before
operators inserted a manual SCRAM in accordancs with station procedures. The SCRAM occurred when an
electrical technician reset all three Main Generator Automatic Voltage Regulator (AVR) controllers. This resulted in
a Main Turbine trip while warming was in progress.

In this condition, the Turbine Bypass Valves (TBV) are held open by the Bypass Valve Opening Jack (BVOJ) with
the internal bypass of the #2 TBV open, admitting steam to the Low Pressure (LP) turbine. In this state, when the
turbine is tripped, Turbine Emergency Trip Oil pressure is dumped, which closes the TSVs and Turbine Control
Valves (TCVs). However, because the BVOJ was opan, and the prossure wave caused by the TSV closure, the
TBVs go to 90% open, which corresponds to a steam flow of approximately 35% Core Thermal Power. Reactor
steam flow immediately.increased and reactor pressure rapidly lowered, The initial reactor lovel swell reached 179°
Top of Active Fuel (TAF) (Turbine Trip Is 175" TAF as a reference) dus to the voiding swell while reactor pressure
decreases. The Balance of Plant (BOP) Reactor Operator (RO) commenced driving the BVQJ closed in accordance
with station procedures in an aitempt to reduce the rate of pressure reduction and maintain reactor inventory. This
drives a reduction in voiding swell and a level decrease that is compounded by a significant inventory reduction due
to the single element contro! on the ‘A’ Low Flow Fead Regulating Vaive not being capable of providing adequate
flow to compensate for this transient. As a result, indicated reactor level rapidly lowers, and the Unit RO performs
the manual SCRAM actions in accordance with station procedures. However, the automatic SCRAM was processed
moments before by the Reactor Protection System (RPS) reactor low-level signal. The Unit RO was less than one
second behind the automatic SCRAM. The reactor water level reached a low point of approximately 107" TAF.
Following the reactor SCRAM, all systems operated as expected.

Analysis of the Event
Followirig {hé actﬁeﬁi@n, :'all systems responded as expected; therefore, this event is of low safety s!gniﬂcaﬁée.
Cause of Evont

On October 12 2014 an automatic SCRAM occurred during the reactor startup avolution following the 1R25
refueling outage. The SCRAM occurred when & station electrician secured power to the Main Generator AVR
controllers while the Main Turbine warming evolution was in progress. The electrician, engineer, and tschnician
were not authorized to perform this action nor did they have procedures in the field to operate the eguipment.
Additional barriers had failed in the process sequence that could have prevented this event, including failure to
follow the task management process and procedures, failure to conduct proper briefs in accordance with human
performance procedures, and gaps in the planning process that resuited in an inadequate work package. These
and other failed barriers in this sequence exhibited a commonality of a failure to comply with the applicable process
and procedure.
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TNARRATIVE

he Root Cause of this event is that Station Leadership has inconsistently reinforced Human Performance Error
Reduction Tool Use and Procedure Use and Adherence. A Contributing Cause is that individuals mads decisions to
daviate from processes, pracedures, and human performance tool use bacause they incorractly assumed there was
no risk involved and they wanted to complete the assigned task to meet schedules.

Corractive Actions
| To address the Root Cah;se, Exelon took (or will take) the following actions:

1. Senior Leadership Team will review at least once per week the station performance observations (i.e., Day in
the Field, Daily Observation challenges, meeting observations, etc.) for strengths and gaps in human
performance error reduction tool usage and procedure use and adherence to ensure supervision is critically
observing performance. Trends and specific observations/direction will be communicated to First-Line
Supervisors and above on a weekly basis.

2. Generate and communicate 2 human performance vision statement to the site.

3. Establish a daily, First-Line Supervisor time in the field expectation of at least two hours and daily observations

| focused on human performance tool use and procedure use and adherence,

4. Create a template and implement a process for the First-Line Supstvisor/Manager Daily Observations and the
Senior Leadership Team presentation and chailenge. First-Line Supervisors or Managers will present their
Daily Observation of human performance error reduction taol use and procedure use and adhersnce to
muitiple Senior Leadership Team members. The Senior Leadership Team members will engage the First-Line
Supervisors and Managers {0 ensure leadership team alignment and supsrvisor engagerment in human
performance and procadure use and adherence. The outcoms of this Interaction will ba documented in a
performance observation database for that First-Line Supervisor.

5. The Station Leadership Alignment Mesting and the Leader-to-Leader mesting will have agenda items
specifically to address observed site behavior for human performance and procedure uss and adherance to

. align on observations and actions. :

To address the Contributing Cause, Exelon has taken (or will take) the following actions:

1. Create and'lmplement a Behavior Based Performance Polidy to ensure a clear and consistent management

[ approach to-procedure use and adherence issues.
2. Site management will discuss with their direct reporting personnel that the expectation is strict comphance with
processes and procedures; each instance of non-compliance will be addressed consistently. These
discussions are to be documented in the performance observation database or an affiration letter.

Previous Occurrences

SCRAM at Oyster Creek. There arre historlcal I1ssue Raports (IRs) that documented deficiencies related to

l This was the first cccurrence of the Automatic Voltage Regulator causing a Main Turbine trip, and the subsequent
procedurs use and adherence and the improper use of human performance tools.
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